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GENERAL NOTES:
1. THIS DRAWING IS AN EXAMPLE OF HOW OVERALL CABINET IS TO BE DESIGNED

2. REFER TO NOTES AND DETAILS ON ALL DRAWING SHEETS

3. ALL FIELD WIRING SHALL BE #18 AWG STRANDED, TIN-PLATED COPPER

4. ALL FIELD WIRING SHALL CONNECT DIRECTLY TO I/O BASE TERMINALS USING FERRULES WITH END SLEEVES

5. ALL PLC I/O WIRING SHALL BE #18 AWG

6. ALL MOUNTING SCREWS SHALL BE DRILLED AND TAPPED (NO SELF-TAPPING SCREWS ARE ALLOWED)

7. ALL MOUNTING SCREWS SHALL BE STAINLESS STEEL

8. DIN RAIL SHALL BE MODEL 1492-DR9 OR EQUIVALENT
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BACK PANEL LAYOUT
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GENERATOR DISTRIBUTED I/O PANEL - BILL of MATERIAL

A SPN4AL-16166-W ENCLOSURE, NEMA 4X, ALUMINUM, WHITE PAINTED FINISH, 3-PT. LATCH SCHAEFER 1

B SPP-1616 BACK PANEL, 12ga. CARBON STEEL, WHITE ENAMEL FINISH SCHAEFER 1

C CB1 2907562 CIRCUIT BREAKER, UL489 BRANCH RATED, C-CURVE, 1-POLE, 5A PHOENIX CONTACT 1

D IM 6AG1 155-6AA01-7BN0 INTERFACE MODULE, SIPLUS ET200SP IM155-6PN STANDARD SIEMENS 1

E

6AG1 131-6BF00-7BA0 DIGITAL INPUT MODULE, SIPLUS ET200SP DI 8x24VDC ST SIEMENS 3

6AG1 193-6BP00-7DA0 BASE MODULE, WHITE SIEMENS 3

F

6AG1 132-6HD00-7BB1 DIGITAL OUTPUT MODULE, SIPLUS ET200SP RQ 4x120VDC/230VAC/5A ST SIEMENS 1

6AG1 193-6BP20-7BB1 BASE MODULE, BLACK SIEMENS 1

G

6AG1 134-6GD00-7BA1 ANALOG INPUT MODULE, SIPLUS ET200SP AI 4xI 2- / 4-WIRE ST SIEMENS 1

6AG1 193-6BP00-7DA0 BASE MODULE, WHITE SIEMENS 1

H SP1 DS220S-24DC SURGE PROTECTOR, 24VDC CITEL 1

I NI 2313931 PROFINET NETWORK ISOLATOR PHOENIX CONTACT 1

J M 2002-1406 TERMINAL, PUSH-IN, 1-CIRCUIT, YELLOW WAGO 1

K L+ 2002-1404 TERMINAL, PUSH-IN, 1-CIRCUIT, BLUE WAGO 1

L G 2002-1407 TERMINAL, PUSH-IN, 1-CIRCUIT, GREEN/YELLOW, GROUNDING WAGO 1

M 2002-1492 TERMINAL END PLATE, ORANGE WAGO 3

N 249-116 END ANCHOR, 6mm, GRAY WAGO 2

O 210-112 DIN RAIL, GALVANIZED, SLOTTED, 2M WAGO 1

P PK5GTA EQUIPMENT GROUND BAR KIT SQUARE D 1

ENCLOSURE:

SPN4AL-16166-W (16"H x 16"W x 6"D) NEMA 4X RATED, FABRICATED FROM .125 MARINE GRADE
ALUMINUM WITH WHITE POLYESTER POWDER COAT FINISH INSIDE AND OUT.  DOOR IS FITTED
WITH A CUSTOM 3-POINT LATCH AND PAD-LOCKABLE HANDLE.

BACK PANEL:

SPP-1616  (13"H x 13"W)  FABRICATED FROM 12GA. CARBON STEEL WITH WHITE ENAMEL FINISH.
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