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NOTES:

1. THIS DRAWING HAS BEEN DRAWN FROM ITS

ORIGINAL HARD COPY 4542-D114A BY

REYNOLDS, SMITH AND HILLS, 1950, AND

FIELD. MEASUREMENTS AND OBSERVATIONS.

CONTRACTOR SHALL FIELD VERIFY ALL

DIMENSIONS.

2. CONDUITS NOT SHOWN FOR CLARITY. REFER

TO DRAWING SB-02.

3. EMBEDDED AND BURIED CONDUITS SHALL BE

SCH 40 PVC. EXPOSED CONDUITS SHALL RGS.

4. INSTRUMENTATION CIRCUITS SHALL BE RGS.

5. 480 VOLT CONDUCTORS SHALL BE TYPE XHHW.

6. ALL JUNCTION BOXES AND DISCONNECT

SWITCHES SHALL BE NEMA4X 316 STAINLESS

STEEL.

7. REPLACE EXISTING STILLING WELL

RECEPTACLES WITH CAST ALUMINUM

WEATHERPROOF BOXES.

2" MIN. TOPPING

AT LOW POINT
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PLACE SIGN ON GATE TO READ:

"ACCESS ON RESERVOIR ROOF

WITHIN 6 FEET OF EDGE (BEYOND

STRIPE ON ROOF SURFACE)

SHALL ONLY BE PERMITTED

WHILE WEARING PERSONAL

PROTECTIVE EQUIPMENT (PPE)."

PAINT STRIPE ALL AROUND

TOP OF RESERVOIR

(SAFETY YELLOW)
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